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signal analyzer, and the data collection 
and reduction system; and 

(3) Performance evaluation proce-
dures and acceptance criteria (e.g., 
calibrations). 

(f) In your site-specific monitoring 
plan, you must also address the ongo-
ing procedures specified in paragraphs 
(f)(1) through (3) of this section as fol-
lows: 

(1) Ongoing operation and mainte-
nance procedures in accordance with 
the general requirements of § 63.8(c)(1), 
(3), (4)(ii), (7), and (8), and this section; 

(2) Ongoing data quality assurance 
procedures in accordance with the gen-
eral requirements of § 63.8(d); and 

(3) Ongoing recordkeeping and re-
porting procedures in accordance with 
the general requirements of § 63.10(c), 
(e)(1), and (e)(2)(i). 

GENERAL TESTING AND INITIAL 
COMPLIANCE REQUIREMENTS 

§ 63.5991 By what date must I conduct 
an initial compliance demonstra-
tion or performance test? 

(a) If you have a new or recon-
structed affected source, you must con-
duct each required initial compliance 
demonstration or performance test 
within 180 calendar days after the com-
pliance date that is specified for your 
new or reconstructed affected source in 
§ 63.5983(a). If you are required to con-
duct a performance test, you must do 
so according to the provisions of 
§ 63.7(a)(2). 

(b) If you have an existing affected 
source, you must conduct each re-
quired initial compliance demonstra-
tion or performance test no later than 
the compliance date that is specified 
for your existing affected source in 
§ 63.5983(b). If you are required to con-
duct a performance test, you must do 
so according to the provisions of 
§ 63.7(a)(2). 

(c) If you commenced construction or 
reconstruction between October 18, 2000 
and July 9, 2002, you must demonstrate 
initial compliance with either the pro-
posed emission limitations or the pro-
mulgated emission limitations no later 
than January 6, 2003, or within 180 cal-
endar days after startup of the source, 
whichever is later, according to 
§ 63.7(a)(2)(ix). 

(d) If you commenced construction or 
reconstruction between October 18, 2000 
and July 9, 2002, and you chose to com-
ply with the proposed emission limita-
tion when demonstrating initial com-
pliance, you must conduct a second 
compliance demonstration for the pro-
mulgated emission limitation no later 
than January 5, 2006, or after startup of 
the source, whichever is later, accord-
ing to § 63.7(a)(2)(ix). 

§ 63.5992 When must I conduct subse-
quent performance tests? 

If you use a control system (add-on 
control device and capture system) to 
meet the emission limitations, you 
must also conduct a performance test 
at least once every 5 years following 
your initial compliance demonstration 
to verify control system performance 
and reestablish operating parameters 
or operating limits for control systems 
used to comply with the emissions lim-
its. 

§ 63.5993 What performance tests and 
other procedures must I use? 

(a) If you use a control system to 
meet the emission limitations, you 
must conduct each performance test in 
Table 5 to this subpart that applies to 
you. 

(b) Each performance test must be 
conducted according to the require-
ments in § 63.7(e)(1) and under the spe-
cific conditions specified in Table 5 to 
this subpart. 

(c) You may not conduct performance 
tests during periods of startup, shut-
down, or malfunction, as specified in 
§ 63.7(e)(1). 

(d) You must conduct three separate 
test runs for each performance test re-
quired in this section, as specified in 
§ 63.7(e)(1), unless otherwise specified in 
the test method. Each test run must 
last at least 1 hour. 

(e) If you are complying with the 
emission limitations using a control 
system, you must also conduct per-
formance tests according to the re-
quirements in paragraphs (e)(1) 
through (3) of this section as they 
apply to you. 

(1) Determining capture efficiency of 
permanent or temporary total enclosure. 
Determine the capture efficiency of a 
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